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1. All dimensions are indicative and in "mm" unless

otherwise stated.

2. A 50mm diameter duct should be installed for cable

entry.

3. The CCTV mast should be installed at least 2m away

from the fence.

4. The type of camera and sensor should be determined

by the contractor.
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