
Type A (1-3 Cables)
(max cables in trench)

LV trench 0.9 depth / 0.6m width

600

Min. 100
15

4

125

1x CCTV Power cables

Type B (4-5 Cables)
(max cables in trench)

LV trench 0.9 depth / 0.9m width

920

Min. 100

15
4

125

1x CCTV Power cables

1x CCTV Data cables

Type C (6-7 Cables)
(max cables in trench)

LV trench 0.9 depth / 1.26m width
±0.00 m

-0.70 m

1258

-0.30 m

-0.80 m

-0.60 m

Min. 100

-0.90 m

15
4

Yellow marker warning
tape (Full trench width)

Sand bedding for LV AC
cables

Compaction required for
backfill material
(backfill material - TBC)

1x Cu 35mm² earthing wire
125

1x Fiber optic cable
(between MV stations)

1x CCTV Power cables

1x CCTV Data cables

7x cables

DUCT

1x Cu 35mm² earthing wire

1x Fiber optic cable
(between MV stations)

5x cables

DUCT
1x CCTV Data cables

1x Cu 35mm² earthing wire

1x Fiber optic cable
(between MV stations)

3x cables

DUCT

Type C (6 Cables)
(max cables in trench)

LV trench 1.1 depth / 0.6m width
±0.00 m

-0.70 m

600

-0.30 m

-0.60 m

Min. 100

-1.00 m

125

1x CCTV Power cables

1x CCTV Data cables

1x Cu 35mm² earthing wire

1x Fiber optic cable
(between MV stations)

6x cables

DUCT

-1.10 m

12
5

10
0

Type D (8 Cables)
(max cables in trench)

LV trench 0.9 depth / 1.5m width±0.00 m

-0.70 m

1500

-0.30 m

-0.80 m

-0.60 m

Min. 100

-0.90 m

15
4

Yellow marker warning
tape (Full trench width)

Sand bedding for LV AC cables

Compaction required for backfill
material
(backfill material - TBC)

1x Cu 35mm² earthing wire

125

1x Fiber optic cable
(between MV stations)

1x CCTV Power cables

1x CCTV Data cables

8x cables

DUCT

Type D (8 Cables)
(max cables in trench)

LV trench 1.1m depth / 0.8m width±0.00 m

-0.70 m

800

-0.30 m

-0.60 m

Min. 100

-1.00 m

125

-1.10 m

12
5

10
0

Yellow marker warning
tape (Full trench width)

Sand bedding for LV AC cables

Compaction required for backfill
material
(backfill material - TBC)

1x Cu 35mm² earthing wire

1x Fiber optic cable
(between MV stations)

1x CCTV Power cables

1x CCTV Data cables

8x cables

DUCT

Type E (9-16 Cables)
(max cables in trench)

LV trench 1.1 depth / 1.5m width±0.00 m

-0.70 m

1500

-0.30 m

-1.00 m

-0.60 m

Min. 100

-1.10 m

Yellow marker warning
tape (Full trench width)

Sand bedding for LV AC cables

Compaction required for backfill
material
(backfill material - TBC)

1x Cu 35mm² earthing wire

125

1x Fiber optic cable
(between MV stations)

1x CCTV Power cables

1x CCTV Data cables

16x cables

DUCT

Type F (25-28 Cables)
(max cables in trench)

LV trench 1.1m depth / 2.1m width

10
0

12
5

±0.00 m

-0.70 m

2100

-0.30 m

-1.00 m

-0.60 m

Min. 100

-1.10 m

125
12

5

10
0

-0.50 m

Type F (17-24 Cables)
(max cables in trench)

LV trench 1.1 depth / 1.5m width
±0.00 m

-0.70 m

1500

-0.30 m

-1.00 m

-0.60 m

Min. 100

-1.10 m

Yellow marker warning
tape (Full trench width)

Sand bedding for LV AC cables

Compaction required for backfill
material
(backfill material - TBC)

1x Cu 35mm² earthing wire

125

1x Fiber optic cable
(between MV stations)

1x CCTV Power cables

1x CCTV Data cables

24x cables

DUCT

12
5

10
0

Yellow marker warning
tape (Full trench width)

Sand bedding for LV AC cables

Compaction required for backfill
material
(backfill material - TBC)

1x Cu 35mm² earthing wire

1x Fiber optic cable
(between MV stations)

1x CCTV Power cables

1x CCTV Data cables

28x cables

DUCT

Yellow marker warning
tape (Full trench width)

Compaction required for
backfill material
(backfill material - TBC)

Yellow marker warning
tape (Full trench width)

Compaction required for
backfill material
(backfill material - TBC)

Yellow marker warning
tape (Full trench width)

Compaction required for
backfill material
(backfill material - TBC)

Sand bedding for LV AC
cables

Sand bedding for LV AC
cables

Sand bedding for LV AC
cables

±0.00 m

-0.70 m

-0.30 m

-0.80 m

-0.60 m

-0.90 m

±0.00 m

-0.70 m

-0.30 m

-0.80 m

-0.60 m

-0.90 m

0m 4m2m 3m 5m1m

st
at

kr
af

t p
rin

ts
 o

n 
re

cy
cl

ed
 p

ap
er

, p
le

as
e 

re
cy

cl
e

C Statkraft

st
at

kr
af

t p
rin

ts
 o

n 
re

cy
cl

ed
 p

ap
er

, p
le

as
e 

re
cy

cl
e

st
at

kr
af

t p
rin

ts
 o

n 
re

cy
cl

ed
 p

ap
er

, p
le

as
e 

re
cy

cl
e

st
at

kr
af

t p
rin

ts
 o

n 
re

cy
cl

ed
 p

ap
er

, p
le

as
e 

re
cy

cl
e

APGUFirst issue03/06/2024-

1:50 @ A3

1 of 1

1. All dimensions are indicative and in "mm" unless

otherwise stated.
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